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PUMP/HOSE/LADDER TESTING 
 
 
Fire Departments must conduct annual pump, hose, and ladder testing to maintain performance and ISO 
ratings. 
 
Pump test should be performed in accordance with NFPA 1901, and 1911. 
 
Hose test should be performed in accordance with NFPA 1961.   
 
Ladder test should be performed in accordance with NFPA 1932.  This testing can be coordinated by ACFR 
but will be the financial responsibility of each agency.  
 
Records of testing shall be maintained. 
 
Test forms are available from the Augusta County Fire-Rescue Chief. 
 


